SWAGELOK SS—-63TF8
1/2" 316SS BALL VALVE

(2 REQD)

A\

TAP LINES \

THROUGH PVC SLEEVE
IN FLOOR

3/8" STAINLESS STEEL TUBING

UNIONS ( IF NEEDED)

MANIFOLD

\i\ 1/2" 316SS SHORT NIPPLE (2 REQD)

1/2" 316SS COUPLING (2 REQD)
1/2" 316SS MALE TEE (2 REQD) CAJON —8-MT

3/8" TUBE TO PIPE ADAPTER

SLOPE HORIZONTAL TAP LINE
RUNS UPWARD TO TRANSMITTER
MINIMUM 1/2° PER FT SO AS
TO AVOID AIR TRAPS.

~N
/ ™~ ~
SHUTOFF VALVES ~

SWAGELOK SS-62TS6

BASEMENT WALL /.\r/l/\ TAP LINES
L UNDERGROUND.

CONTRACTOR SHALL BE
RESPONSIBLE FOR
MAINTAINING
UNDERGROUND TAP LINES
IN GOOD WORKING

CONDITION.
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